DRAWN BY: MARK SUJKA

NOTE: THIS PLAN IS NOT A LEGAL ENGINEERING DOCUMENT BUT AN ELECTRONIC DUPLICATE.
THE ORIGINAL, SIGNED BY THE ENGINEER AND APPROVED FOR PUBLICATION, IS KEPT ON FILE
AT THE WASHINGTON STATE DEPARTMENT OF TRANSPORTATION. A COPY MAY BE OBTAINED

UPON REQUEST.
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NOTES
1. Coat the pipe threads with asphalt after assembly.
2. All piping shall be galvanized steel.

3. Valve and piping to valve shall be 2" unless otherwise
noted in the Contract.

4. Locate blowoff outlet near property corner if possible.
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